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NOTES:
1. 6-SLOT ANALYZER CONVERTER RACK
AIT-3040, 3041 & 3042 ARE LOCATED N THS RACK.
2. LOCATE COMB. SENSORS (AE-3041 & AE-3042) MTHN
6" OF THE FLOOR NEAR VENTILATION EXMAUST LOUVERS.
3. LOCATE SENSORS AE-3040 AND AE-4092 NEAR LIOUD TRANSFER PUMPS.
4. ANALYZER RACK ALARM INPUT,
P NORMAL FLOW S. HEAT TRACE RELIEF VALVE BOOY. INSULATE ENTIRE UNIT,
INCLUDIWG A REMOVABLE LID TO ALLOW QPERATOR ACCESS.
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